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REMOTE CONTROLLER
MANUAL

Floor/Ceiling and Ceiling Cassette
Air Conditioner

MODEL:
KLM-IC40-AATM32
KLM-IC60-AATM32
KLM-1S40-AATM32
KLM-IS60-AATM32

IMPORTANT NOTE:
Thank you for purchasing our @r conditioner. Please reas ths manual carefully before oparating
your new air conditioning unit. Make sure to save this manual for future referenca.
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Remote Controller Specifications

RGS1ARZVE. RGSTAZVEWMRGHAZVCERGHAINE,
Maodel RGS1B{ZVE, RGS1B{ZVEWN, RGHIB{ZHCE, RGH1B10(Z)E
RGH1B10{2WCE, RGS1YT{2)E, RGSTYE{2NE

Rated Voltage 3.0V( Dry batteries RO3/LRD3x2)
Signal Receiving Range gm
Environment - C~B60°C{23°F~140°F)

NOTE: For models of RG31Y7T{2)/E and RGS1YS(2ZVE, If the unit is turned off under COOL, AUTO
or DRY mode with the set lemperature less than 24°C. the set temperature will be automatically set
to 24°C when you fum on The unif again. If the unit is turned off under HEAT mode with the set
temperature more than 24%C, the set femperature will be automatically set to 24°C when you tum

on the unit again.

Quick Start Guide

FIT BATTERIES SELECT MODE SELECT TEMPERATURE

-

L+ J
S Q@

PRESS POWER BUTTON POINT REMOTE TOWARD UNIT SELECT FAN 3PEED

WOT SURE WHAT A FUNCTION DOES?
Refer to the How to Use Basic Functions and How to Use Advanced Functions sections

of this manual for a defailed description of how o use your air conditioner.

6

SPECIAL NOTE
» Button designs on your unit may differ slightly from the example shown.
+ [f the indoor unit does nof have a paricular function, pressing that funcion’s buiion on

the remofe control will have no efiect.
= When there are wide differences between "Remote controller Manual® and “USER'S

MAMNUAL" on function description. the description of “USER'S MANUAL" shall prevail.
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Handling the Remote Controller

Inserting and Replacing Batteries
Your air condifioning unif may come with two

batteries{some units). Put the baftieries in the
remote control before use.

1. Slide the back cover from the remote controd
downwand, exposing the battery compartment.
2. Ingert the batteries. paying attenfion to match
up the i+) and (-} ends of the batteries with
the symbols inside the batiery comparment.
3. Slide the batiery cover back into place

@ eartery NOTES

For optimum product performance:

« Do nof mix oid and new batteries, or
batteries of different types.

- Do not leave batteries in the remote conirol

if you dont plan on-using the device for more
than 2 months.

jﬂ BATTERY DISPOSAL

Do not dispose of batteries as unsoried
municipal waste. Refer fo local laws for proper
disposal of batleries.

TIPS FOR USING REMOTE CONTROL

* The remote control must be used within &
meters of the unii

* The unit will beep when remote signal is
received.

» Curtains. other materials and direct sunlight
can interfere with the infrared signal receiver.

« Remove batieries if the remofe will not be
used mare than 2 months

CAUTIONS FOR USING REMOTE CONTROL

The device could comply with the local national
regulations.
= In Camada, it should comply with

CAMN ICES-3(BYNMB-3(B).

- In USA. this device complies with part 15 of the

FCC Rules. Operation is subject to the following

bavo conditions:

{1) This device may not cause harmiul interference,
and

{2} this device must accept any interference
received, including interference that may
cause undesired operation.

Thizs equipment has been fested and found {o
comply with the limils for 3 Class B digital device,
pursuant to part 15 of the FCC Rules. These limits
are designed to provide reasonabie protection
againzt harmful inferference in a residendial
installation. This eguipment gencrates, uses and
can radiate radio frequency energy and. if not
installed and used in accordance with the
instructions, may cause harmful interference to
radio communications. However, there iz no
guarantee that inferference will not occurin a
particular insiallation. if this eguipment does cause
harmful interference to radio or televizion reception
which can be determined by turning the equipment
off and on, the user is encouraged o try fo comect
the interference by one or more of the following
MEASUTES.

# Reorient or relocate the receiving antenna.
#®increase the separafion between the eguipment

and receiver.

*Connect the equipment into an ocutlet on a circuit

different from that io which the receiver is
connected.

* Consult the dealer or an experienced radio’ TV

fechnician for help.

& Changes or modifications not expressly approved

by the parly responsible for compliance could
void user's authority fo operate the equipment.
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Buttons and Functions

Before you begin using your new air conditioner, make sure to familiarize yourself with its remole
confrol. The following is a brief introduction to the remote control itself. For instructions on how to
operate your air conditioner, refer to the How to Use Basic Functions section of this manual.

— TEMP &

TEMP ¥—m78F—
Decreases temperature in _-_-\‘ Increases temperaturs in
1°C (1°F) increments. 1°C (1°F) incrementis.
Min. temperature is Max. temperature is
16°C (60°F ). o 30°C (B6°F)
ON/OFF ~ —— | | aumo] FAN NOTE: Press together W&
Tumns ihe unit on or off. coaL HIGH A buttons at the same time
MODE —— nevy ED for 3 seconds will _al'tern ate
Serolls through operation s A the temperature display
maodes as follows: L = — between the °C & °F
,gg'i'l_i:j COOL — DRY 1 | —FAN SPEED
~ "HEAT = FAN v TEMP A Selects fan speeds in the
MOTE: Please do nof select ( ) ( “\ following order.
HEAT mode if the machine A AUTO -+ LOW - MED
you purchased is cooling - FM‘IM FANSPEED - HIGH
only type. Heat mode is not TIMER ON
Sets timer fo tum unit

supported by the cooling C} D @
M

only appliance.
5

NG —l_ SWING BLEER TIMER ON
Starts and stops the == @ ——
horizontal louver C} D
movement. Hold down DIRECT ok

for 2 seconds to initiate Cj — B — D—

verlical louver auto swing

featureizome units) .
SLEEP O O O O_

Saves energy during

sleeping hours .
DIRECT ——— l"‘-—-.__ __--/

Use to set airflow
direction.

ECO
Use to enter the energy

efficient mode

CLEAN

Used fo start/siop the Self
Clean or Active Clean function.

on {see How to Use
Basic Functions for
instructions).

TIMER OFF

Sets timer to furn unit
off (see How to Use
Basic Functions for
instructions ).

TURED

Enables unit fo reach
presat temperature in
shortest possible fime.

LED DISPLAY

Tums indoor unit's LED display
and air conditioner buzzer on
and off {model dependent).
which create a comiortable and
quiet environment

LOCK

{Model dependent, please refer
to the USER'S OPERATION &
INSTALLATION MAMUAL).

Modet RGSTAZVE, RGSIAZVELN, RG51YT(IE
RGA1AT0[2VE{20-282C/50-82°F)
RGS1AZVCE(Cooling only models,

Press together DIRECT &
TIMER OFF buttons
simultanecusly for 5 seconds

to lock the keyboard. Press
toegether the two butions for 2
zeconds to unlock the keyboard.

AUTD mode and HEAT mede are nol avaiiabiel

ﬂkulin
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Remote Screen Indicators
Information are displayed when the remote controller is power up.

Mode display
AUTO w  COOL - DRY -

AUTO

[w| 7 sEmwreco By | T HEAT A&  w FaN
' ’ = Displayed when data t itted.
CooL l_.- g::’ I E -_,I HGH R isplayed when data transmitte
DRY I B | -@' I 'ﬁ = | VED EE Displayed when remofe controller iz ON
o " —
= s
HEAT L" = d DA k'.i LOW Displayed when TIMER ON time is set

C
E;;) Displayed when TIMER. OFF time iz =&t

Q'Br Shows =et temperature or room
v temperature, or fime under TIMER setling

SC0 Displayed when ECO feature is aclivated
(some unit)

& Indicated all the current settings are
locked

Displayed when Follow Me fealure is
aclivated{some uniis)

w Dizplayed when SLEEP feature iz activated

{1 Displayed when FRESH feature is
activated(zome uniis)

=5~ Displayed when TURBCQ featurs is activated

ﬂ Horizontal lowver auto swing display

=1 Vertical louver auto swing dizplay{some units)

Fan speed indication

p HIGH High speed
= ED Medium speed
A, LOW Low speed
MO dizplay Auto fan speed

Mote:
All indicators shown in the figure are for the purpose of clear presentation. But during the actual

operation, only the relative funclion signs are shown on the display window.
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How to Use Basic Functions

Basic operation
ATTENTION! Before operation, please

ensure the unit iz plugged in and power
iz available.

S

S

¥ TEMP &

C OC 1@

woR  owoF Pwewn | g

-

SO
- d

o offn
OO0
N

COOL Mode
1. Press ihe MODE button to select COOL
mode.

2. Set your desired temperature using the
TEMP & or TEMP ¥ buiion.

3. Press FAN bution to select the fan spesd
AUTO, LOW. MED or HIGH.

4. Press the ON/OFF button to start the unit.

O0I010

5
®

SETTING TEMPERATURE

The operafing temperature range for units
is 16-30°C (B0-36°F W20-28°C{A5-32°F),
¥ou can increase or decrease the set
temperature in 1°C {1°F) mcremenis.

AUTO Mode

In AUTC mode, the unit will automatically select
the COOL, FAN, or HEAT operafion basad on
the set temperature.

1. Press the MODE button fo select AUTO.

2. Set your dezired temperature using the TEMP
& or TEMP W bution.

3. Press the ON/OFF button to start the unit

NOTE: FAMN SPEED cant be sefin AUTO mode.

C 2¢C 1@

MOEE  DWIoFF PenePEm | 4
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FAN Mode

1. Press the MODE bufion o select FAN mode.

2. Press FAN bufion to select the fan speed:
AUTO, LOW, MED or HIGH

3. Press the ON/OFF button to start the unit.

NOTE:You can't set femperature in FAN mode.

A= a result. your remote controls LCD screem
will not display temperature.

CoOC o114

L4

ot

DRY Mode (dehumidifying)

1.

Press the MODE button to select DRY

2. Set your desired temperature using the TEMP
& or TEMP ¥ butfon
3. Press the ON/OFF button to start the unit
MOTE:FAN SPEED cannof be changed in DRY
mode.
r—-_______'—-“
AT L]
oo R
o L]
RAT L
v TBEMP A
OE O L] I 3
i — O oOl—a
AT e TRAER O
o OO
ERRCT TREER ¥
C——C3
0 Gbe olor TR
e
HEAT Mode

2

4

Press the MODE button to select HEAT
mode.

Set your degired temperature using the
TEMP & gor TEMP ¥ button.

- Press FAN bution to select the fan speed:

AUTO, LOW, MED or HIGH
Press the ON/OFF button to start the unit.

NOTE: A= ouldoor temperature drops, the

performance of your units HEAT funclion may

be affected. In =uch instances, we recommend
using this air conditioner in conjunciion with

other healing appliances

Mkolin

4 Page 7 »



Setting the TIMER
TIMER ON/OFF - Set the amount of time after which the unit will automatically turm onioff,

TIMER OMN setting
Press TIMER ON bution to Press Temp. up or down bution for Pai i =
= vy i oint remote to unit and wait 1sec.
nifiate the O tme sequence.  for mulfiple times to set the desired the TIMER ON will be aﬁ-,-,‘.a:E';
time 1o tum on the unit ’ e :
TIMER O
B ==
TIMER OFF setting
Press TIMER OFF bution to Press Temp. up or down button for Point remaote to wnit and wait 1sec,
mitiste the OFF time sequence.  for multiple times w0 st the desired the TIMER DEF wi sotivated
time: to turn off the unit. S e v s
ﬁ
NOTE:

1. When setting the TIMER ON or TIMER OFF, the fime will increase by 30 minutes increments with each
press, up to 10 hours. After 10 hours and up to 24, it will increase in 1 hour increments {For example,
Ereas 5 tmes {0 get 2.5h, and press 10 times to get Sh,) The imer will revert to 0.0 after 24

ancel either function by selting fs timer to 0.0h

TIMER ON & OFF setting{example)

Keep in mind that the time periods you set for both functions refer to hours after the current time.

nﬁesr»@»wsnh»@

Link toms Lindt turns

DN OFF

Timer sharis

Example: If current fimer is 1:00PM,

to st the fimer as above steps, the
unil will turn on 2.5h later (3:30PM)
and fum off at 6:00PkM

uu‘f‘E"' Z0OPM Eili b 2:30PM &= =0 SEM
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How to Use Advanced Functions

Swing function

Press Swing bution

»L@J

The horizonfal louver will swing up and down
automatically when pressing Swing bufton.
Press again to make it stop.

Airflow direction
. = i ]
LED DISPLAY
arinecty Press LED button

i‘
Press this button {o tum

on and turm off the display
on the indoor wnit.

25
SWING

#L’\,

Keep pressing this button more than 2 seconds
the vertical louver swing funclion is activated
{Model dependent)

Each time you press the button, it will adjust
the louver by & ©. Press the button uniil the
direction you prefer is reached.

hs

LED DI EPLA 7
Press this butlon more

than 5 seconds{zome units)

Keep pressing this butlon more than 5 seconds
the indoor unit will display the actual room
temperature. Press more than 5 seconds again
will revert back to display the setfing temperaturs.

lmlm
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ECO function

Pre=s this bution under COOL Mode to enter the energy efficient mode.
(For moded of RGS1A{2)E, RG5S1AZVEU1, RGS1A{2)CE, RGS1A1D{2)E,
RGS1YT(2WE)

i Mote:This function iz only available under COOL mode

Under cooling mode, press this bution, the remote controller will adjust the temperature
aufomatically to 24°C/T5°F. fan speed of Auto to save energy (only when the set temperaturs
is less than 24° C/75°F). If the et temperature iz above 24%C/75°F, press the ECO button,
the fan speed will change o Auto, the set temperature will remain unchanged.

NOTE:

Pressing the ECO button, or modifying the mode or adjusting the set temperature to less
than 24 %C/75°F will slop ECO operation

Under ECO operafion, the set tmeperature should be 24°C/75F or above, it may result in
insufficient cooling. if you feel uncomfortable. just press the ECO bulton again to stop it

SLEEP function

i
The SLEEP funclion is used to decrease energy use while you sleep (and don t need the same
temperature setfings to siay comfortable). This funchon can only be activated via remote confrol.

The =sleep funclion iz not available in Fan or Dry mode Please refer to the OWHNER'S MANUAL for
mare details.
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Silence function
25

AN SPEE Keep pressing Fan bution for more than 2 seconds

to activate/dizable Silence function{zome unils ).

Due to low frequency operation of compressor, it may result in insufficient cooling and heating
capacity. Press ON/OFF, Mode, Sleep, Turbo or Clean bution while operafing will cancel

silence funclion.
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The design and specifications are subject to change without
prior notice for product improvement. Any updates to the
manual will be uploaded to the service website, please
check for the latest version.

If you have any concerns, please contact us at the following:

Customer hotline: (02) 8852-6868
Text hotline: +63 917-881-8982
Email: customerservice@kolinphil.com.ph

Also, please like and follow us on social media accounts:

Facebook: kolinphilippines
Instagram: kolinphilippines
Youtube: kolinphilippines
Tiktok: kolinphilippines
Website: www.kolinphil.com.ph

KPII121523



SERVICE CENTERS
BRANCH ADDRESS
Bacolod Door #A-2 & A-3 UTC Bldg. Alunan St

Brgy. 36, Bacolod City

Cagayan De Oro  Door #3 De Oro Land Bldg. . Julio Pacana St
Puntod, Cagayan de Oro City

Kolin Phils. Int’l,, Inc.

TEL. NO.

{D34) 433-0031

(0B8) 856 - 4672

(032) 253 - 9847 /
(032) 253 - 7944

(075) 523 - 2832

{DB2) 227 - T083

Cebu Lot 758-B-1, P. Suico 5t. Upper Tabok,
Mandaue City, Cebu
Dagupan Unit #1 107 Caranglaan District, Dagupan City,
Pangasinan
Davao Blk 17 Lot 9, Calamansi St.,Juna Subd., Matina,
Davao City
lloila Doordd 5 & 7, D" Appliance Arcade, South Fundidor, (033) 336 - 1970
Molo, lloilo City
Flan'rpanga LRK Commercial B!dﬂ . Jose Abadave

Lagundi, Mexico, Pampanga

(045) 455 - 2934

For More air conditioner tips, please like, share and follow us on our Social media accounts:

Facebook kolimphilippines
Instagram :  kolinphilippines
Youlube . kolinphilippines
Tiktok - kofinphilippines
Website - www kalinphil com.ph

OFFICE PLANT

Kolin Bldg. 1854 Sta. Rita St.. Bik 3 Lot 5, Main Drive First Cavile
Guadaiupe Nuevo, Makati City, 1212 Industrial Estate, Langkaan 1,
Service Hotline: (632) BR52 - 6868 Dasmarifias City, Cavite

Tel. No.: (046) 402-0793



