


 1. Safety Precautions 
Please read this manual carefully before use and operate correctly as instructed in 

this manual. 

Please especially take notice of the following two symbols： 

WARNING! It indicates improper operation which will lead to human casualty or 
sever injury. 

damage. 
WARNING! 

CAUTION! It indicates improper operation which will lead to injury or property 

● The installation should be committed to the appointed 
otherwise it all cause water leakage, electric shock or fire etc. 

● Please install the unit where is strong enough to withstand the weight of the unit; 
otherwise, the unit would fall down and cause injury or death. 

● Do not use or place any inflammable or explosive substance near the unit. 

● Keep good ventilation in the room to avoid oxygen deficit. 

● The drain pipe should be installed as instructed in the manual to guarantee the 
proper drainage; meanwhile it should be insulated to prevent condensing; otherwise the 
improper installation would cause water leakage and then wet the household wares in 
the room. 

● Under the occurrence of an error (like burning smell etc.), please cut off the main 
power supply of the unit. 

● Never insert your finger or any other object into the air outlet/inlet grille. 

● Please take notice of the supporting frame of the unit to see if it is damaged over 
the long time period of use. 

● Never refit the unit and contact the sales agent or the professional installation 
personnel for the repair or relocation of the unit. 

CAUTION!

An all-pole disconnection switch having a contact separation of at least 3mm in all 
poles should be connected in fixed wiring. 

● Before installation, please check if the power supply corresponds with the 

authorized service partners;
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requirement specified on the nameplate and also check its security. 

● Before use, please check if the piping and wiring are correct to avoid water 
leakage, refrigerant leakage, electric shock, fire etc. 

● The main power supply must be earthed to avoid the hazard of electric shock 
and never connect this earth wire to the gas pipe, running water pipe, lightening rod or 
phone cable’s earth lead.

● Turn off the unit after it runs at least five minutes; otherwise its service life will be 
shortened. 

● Do not allow children operate this unit. 

● Do not operate this unit with wet hands. 

● Cut off the main power supply prior to the cleaning of the unit or the replacement 
of the air filter. 

● When the unit is not to be used for a long time, please cut off the main power 
supply of the unit. 

● Do not expose the unit to the moist or corrosive circumstances. 

● After the electric installation, please take an electric leakage test. 

2



 
2. Installation Location & Matters Needing Attention 

 
The installation of the unit must comply with the national and local safety 

regulations. The installation quality directly affects the normal use, so the user 
should not carry out the installation personally. Instead, the installation and 
debugging should be done by the professional personnel. Only after that, can the 
unit be energized. 

2.1 How to select the installation location for the indoor unit 
a. Where there is no direct sunlight.

b. Where the top hanger, ceiling and the building structure are strong enough to
withstand the weight of the unit. 

c. Where the drain pipe can be easily connected to outside.

d. Where the flow of the air inlet and outlet are not blocked.

e. Where the refrigerant pipe of the indoor unit can be easily led to outside.

f. Where there is no inflammable, explosive substances or their leakage.

g. Where there is no corrosive gas, heavy dust, salt mist, smog or moisture.

CAUTION！ 

The unit which is installed in the following places is likely to run abnormally. If 
unavoidable, please contact Kolin service hoitline or authorized service partners: 

① Where is full of oil;

② Alkaline soil off the sea;

③ Where there is sulfur gas(like sulfur hot spring);

④ Where there are devices with high frequency (like wireless devices, electric
welding devices, or medical equipments); 

⑤ Special circumstances.
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2.2 Electric Wiring 

a. The installation must be done in accordance with the national wiring regulations.

b. Only the power cord with the rated voltage and exclusive circuit for the air
conditioning can be used. 

c. Do not pull the power cord by force.

d. The electric installation should be carried out by the professional personnel as
instructed by the local laws, regulations and also this manual. 

e. The diameter of the power cord should be large enough and once it is damaged
it must be replaced by the dedicated one. 

f. The earthing should be reliable and the earth wire should be connected to the
dedicated device of the building by the professional personnel. Besides, the air switch 
coupled with the leakage current protection switch must be equipped, which is of 
enough capacity and of both magnetic and thermal tripping functions in case of the 
short circuit and overload. 

2.3 Earthing Requirements 

a. The air conditioner is classified into the Class I appliances, so its earthing must
be reliable. 

b. The yellow-green line of the air conditioner is the earth line and can not be used
for other purpose, cut off or fixed by the self-tapping screw; otherwise it would cause 
the hazard of electric shock. 

c. The reliable earth terminal should be provided and the earth wire can not be
connected to any of the following places： 

①Running water pipe;

②Coal gas pipe;

③Sewage pipe;

④Other places where the professional personnel think unreliable.

2.4 Accessories for Installation 

Refer to the packing list for the accessories of the indoor and outdoor units 
respectively. 
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A

B 

3. Installation Instructions 

C 

E

D 

3.1 Outline Dimension Drawings of the Indoor Unit 

Unit: mm 

Item 

Note: the unit in the followings figures is mm, unless otherwise specified. 

Fig.1 is applicable to 

AModel B

Fig.1 
Table 1: Outline Dimensions:

C D E F 

760 415 710 200 450 487

1060 415 1010 200 450 487

F

KVM-10IDAH-I
KVM-15IDAH-I
KVM-20IDAH-I
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3.2 Dimension Requirements on the Installation Space of the
      Indoor Unit 

Fig. 2 
mm mm

3.3 Installation of the Indoor Unit 

a. Requirements on the Installation Location

1) Ensure the hanger is strong enough to withstand the weight of the unit.

2) The drainage of the drain pipe is easy.

3) No obstacle is in the inlet/outlet and the air circulation is in good condition.

4) Ensure the installation space shown in Fig.2 is left for the access to maintenance.

5) It should be far away from where there is heat source, leakage of inflammable,
explosive substances, or smog. 

6) It is the ceiling type unit (concealed in the ceiling).

7) The power cords and connection lines of the indoor and outdoor units must be
at least 1m away from the TV set or radio to avoid the image interference and noise 
( even if 1m is kept, the noise may be produced due to the strong electric wave). 

b. Installation of the Indoor Unit

1) Insert the M10 expansion bolt into the hole, and then knock the nail into the
bolt. Refer to the Outline Dimension Drawings of the Indoor Unit for the distance 
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between holes and see Fig.3 for the installation of the expansion bolt. 

Fig.3     Fig.4 

Install the hanger on the indoor unit, as shown n Fig.4. 

Install the indoor unit on the ceiling, as shown in Fig.5. 

Fig.5 

CAUTION！ 

① .Prior to the installation, please make a good preparation for all piping
(refrigerant pipe, drain pipe) and wiring (wires of the wired controller, wires between the 
indoor and outdoor unit) of the indoor unit to make the further installation much easier.  

②.If there is an opening in the ceiling, it is better to reinforce it to keep it flat and
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prevent it vibrating. Consult the user and builder for more details. 

③.If the strength of the ceiling is not strong enough, a beam made of angle iron
can be used and then fix the unit on it. 

④.If the indoor unit is not installed in the air conditioning area, please use sponge
around the unit to prevent condensing. The thickness of the sponge depends on the 
actual installation environment. 

3.4 Horizontality Check of the Indoor Unit 
After the installation of the indoor unit, its horizontality must be checked to make 

sure the unit keep horizontal fore and aft and keep an inclination of 5° toward the drain 
pipe right and left, as shown in Fig.6.  

Fig.6

3.5 Installation of the Air Supply Duct 
a.Installation of the Rectangular Air Supply Duct

Fig.7 
Table 2 

No. Name No. Name 

1 Hanger 5 Filter Screen 

2 Return Air Duct 6 Main Air Supply Duct 

3 Canvas Duct 7 Air Supply Outlet 

4 Return Air Inlet 8 Plenum Box 

b.Installation of the Round Air Supply Duct
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Fig.8 

No. Name No. Name 

1 Hanger 6 Transition Duct 

2 Return Air Duct 7 Air Supply Duct 

3 Canvas Duct 8 Diffuser 

4 Return Air Louver 9 Diffuser Joint 

5 Air Supply Outlet 

Table 3 

c.Installation Steps of the Round Air Supply Duct

1) Preinstall the outlet of the round duct on the transition duct and then fix it by the
self-tapping screw. 

2) Place the transition duct to the air outlet of the unit and fix it with rivet.

3) Connect the outlet to the duct and then tighten them with tape. Other installation
details are not covered herein. 

CAUTION！ 

①.The maximum length of the duct means the maximum length of the air supply
duct plus the maximum length of the return air duct. 

②.For the unit with the auxiliary electric heating function, if the round duct is to be
adopted, then the straight length of the transition duct can not be less than 200mm. 

③.The duct is either rectangular or round and connected with the air inlet/outlet of
the indoor unit. Among all air supply outlets, at least one should be kept open. As for 
the round duct, it needs a transition duct of which the size should match with the air 
supply outlet of the unit. After the fitting of the transition duct, it is the turn of the round 
duct, which is better to be kept 10 meters far away from the corresponding diffuser. The 
standard accessories supplied is the transition duct 200mm long and round air outlet 
φ200,  however, those of other specifications can be purchased.
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capacity:2.5~6.0kW 

3.6 Drawings of the Air Supply Outlet and Return Air Inlet 

Fig.9 Air Supply Outlet  Fig.10 Return Air Inlet 

Table 4 Dimensions of the Air Supply Outlet and Return Air Inlet (unit: mm) 

a.

3.7 Installation of the Return Air Duct 

Fig.11 

b.

The default installation location of the rectangular flange is in the back and the
return air cover plate is in the bottom, as shown in Fig.11. 

c.

flange and the return air cover plate. 
If the downward return air is desired, just change the place of the rectangular

Connect one end of the return air duct to the return air outlet of the unit by rivets

Item 
 Model

Dimension of air outlet flange Dimension of air return 

A B C D 

122 585 200 710

122 885 200 1010 

KVM-10IDAH-I
KVM-15IDAH-I

KVM-20IDAH-I
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and the other to the return air louver. For the sake of the convenience to freely adjust 
the height, a cutting of canvas duct will be helpful, which can be reinforce and folded by
８＃iron wire. 

d. More noise is likely to be produced in the downward return air mode than the
backward return air mode, so it is suggestive to install a silencer and a plenum box to 
minimize the noise. 

e. The installation method can be chose with considering the conditions of the
building and maintenance etc., as shown in Fig.12. 

Fig.12 
Table 5  Parts and Components of the Return Air Duct 

No. Name No. Name 

1 Return Air Louver(with the filter screen) 4 Indoor Unit 

2 Canvas Duct 5 Air Supply Duct 

3 Return Air Duct 6 Access Grille 

3.8 Installation of the Condensate Pipe 
a. The condensate pipe should keep a inclination angle of5～10°,  which can

facilitate the drainage of the condensate water. And the joints of the condensate pipe 
should be insulated by the insulation material to prevent condensing(see Fig.13). 

Fig.13 Thermal Insulation of the Condensate Pipe 
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b. There is a condensate outlet on both left and right sides of the unit. Once one is
confirmed to be used, the other should be clogged by a rubber plug, bundled by the 
binding wire and insulated by the insulation material to avoid water leakage. 

c. The right outlet is defaulted to be clogged with a plug.

CAUTION！ 

No water leakage is allowed on the joint of the condensate pipe. 

3.9 Design of the Drain Pipe 
a. The drain pipe should always keep an inclination angle(1/50～1/100) to avoid

the water gathering in some certain place. 

b. During the connection of the drain pipe and device, do not impose too much
force on the pipe on one side of the device and the pipe should be fixed as close as to 
the device. 

c. The drain pipe can be the ordinary hard PVC pipe which can be purchased
locally. During the connection, inset the end of the PVC pipe to the drain outlet, then 
tighten it with the drain hose and binding wire but never connect the drain outlet and the 
drain hose by adhesive. 

d. When the drain pipe is used for multiple devices, the public section of the pipe
should be 100mm lower than the drain hole of each device and it is better to use the 
much thicker pipe for such a purpose. 

3.10 Installation of the Drain Pipe 
a. The diameter of the drain pipe should be larger or equal to that of the refrigerant

pipe (PVC pipe, outer dimater:25mm, wall thickness≥1.5mm.

b. The drain pipe should be as short as possible and with at least a 1/100 degree of
slope to avoid forming air pockets. 

c. If the proper degree of slope of the drain pipe is not allowed, a lift pipe should be
installed. 

d. A distance 1-1.5m should be kept between the hangers to avoid the drain hose
making a turn. 
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(Right) with a min. degree of slope 1/100 

(Wrong) 

Fig.14 

e. Insert the drain hose into the drain hole and tighten it with clamps.
f. Wrap the clamps with large amount of sponge for thermal insulation.
g. The drain hose inside the room also should be insulated.

Fig.15 

3.11 Precautions for the Lift Pipe 
The installation height of the lift pipe should be less than 850mm. It is 

recommended to set an inclination angle 1°～2° for the lift pipe toward the drainage 
direction. If the lift pipe and the unit form a right angle, the height of the lift pipe must be 
less than 800mm. 
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Fig.16 
Notes: 
①.The inclination height of the drain hose should be within 75mm so that the outlet

of the drain hose does not suffer the external force. 
②.If multiple drain pipes converge, please follow the installation steps below.

Fig.17 

3.12 Test for the Drainage System 
a. After the electric installation, please take a test for the drainage system.

b. During the test, check if the water flow goes through the pipe correctly and
observe carefully the joint to see if it leaks or not. If this unit is installed in the newly built 
house, it is suggested to take this test prior to the ceiling decoration. 
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a.
3.13 Piping 

b.

Fig.18 

Table 6 Moments of Torque for Tightening Screws 

c.

e.

d. Installation of Ordinary Nut and
Tamperproof box

Notes:

Wrap the exposed refrigerant pipe and the joints by sponge and then tighten them
with the plastic tape.

Unfold the connecting pipe and
bend  the  connec t i ng  p ipe
acco rd ing  t o  t he  requ i red
length. Open the nut cover on
the indoor unit’ s pipe and align
the conical mouth of the con-
necting pipe with the center of
the indoor unit’ s pipe. Tighten
the nut by hand and then tight-
en it with a torque wrench. The
connecting pipe of indoor unit
must be installed with the tam-
perproof box that is included in
delivery. Once installed, the
tamperproof box cannot be
removed. If you need to break
the connection between indoor
and outdoor units, cut the con-
nector. Replace with a new one
and weld again.

①. The removal-proof nut and tamperproof box should be installed at the connection
end of the indoor unit and be connected to the indoor unit.
②. The tamperproof box should not be overlapped during installation and must be
completely covered with the accompanied insulated pipe before wrapping.

Diameter of Pipe(mm) Moment of Torque (N·m) 
1/4
3/8
1/2
5/8

15-30
35-40
45-50
60-65

Let the flare end of the copper 
pipe point at the screw and 
then tighten the screw by hand.

After that, tighten the screw by 
the torque wrench unit it clat-
ters (as shown in Fig.18).

The bending degree of the pipe 
can not be too small; otherwise 
it will crack. And please use a 
pipe bender to bend the pipe.   
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CAUTION !
①. During the connection of the indoor unit and the refrigerant pipe, never pull any

②

joints of the indoor unit by force; otherwise the capillary pipe or other pipe may crack, 
which then would result in leakage. 

withstand the weight of it. 
.The refrigerant pipe should be supported by brackets, that is, don’t let the unit

a.

3.14 Insulation for the refrigerant pipe 

b.
tape in order to prevent condensing and leaking. 

The refrigerant pipe should be insulated by the insulating material and plastic

Fig.19 

The joints of the indoor unit should be wrapped with the insulating material and

CAUTION！ 

no gas is allowed on the joint of the indoor unit, as shown in Fig.19. 

c.
1)

Wrapping the pipe with tape.

After the pipe is protected well enough, never bend it to form a small angle; 
otherwise it would crack or break. 

2)

Bundle the refrigerant pipe and electric wire together with tape, and separate
them from the drain pipe to prevent the condensate water overflowing. 

Wrap the pipe from the bottom of the outdoor unit to the top of the pipe where

3)

①

it enters the wall. During the wrapping, the later circle should cover half of the former 
one.

 Fix the wrapped pipe on the wall with clamps.

CAUTION！
. Do not wrap the pipe too tightly; otherwise the insulation effect would be

②

weakened. Additionally, make sure the drain hose is separated from the pipe 

. After that, fill the hole on the wall with sealing material to prevent wind and rain
coming into the room. 
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a. Wiring of the Single-Core Wire

 3.15 Wiring between the Wire and the Wiring Terminal 

1)

2)
striper. 

Strip the insulating layer at the end of the wire about 25mm off with a wire

3)
Loosen the screw off on the wiring board of the air conditioning unit.

4)
the screw. 

Shape with the pliers the end of the wire to a circle matching with the size of

b.

board. 

1)
Wiring of the Multi-Core Wire

Let the screw go through the circle of the wire and then fix it on the wiring

striper. 
2)

Strip the insulating layer at the end of the wire about 10mm off with a wire

3)
Loosen the screw off on the wiring board of the air conditioning unit.

4)
multi-core wire with the crimpling pliers. 

Fix a wiring terminal matching with the size of the screw to the end of the

Fig.20 

the wiring board. 

WARNING! 

Let the screw go through the terminal of the multi-core wire and then fix it on

.If the power cord is damaged, they must be replaced with the dedicated one. 

.Prior to the wiring, please check the voltage marked on the nameplate and then
carries out the wiring following the wiring diagram. 

.The dedicated power cord must be used for the air conditioning unit and the 
leakage current protection switch and air switch must be installed in case of the 
overload condition. 

①
②

③

④

m
m

m
m

failed insulation. 
.The air conditioning unit must be earthed to prevent the hazard caused by the 
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Fig.21

XT1
N(1) 2 3

PE

OUTDOOR UNIT 

BU BK BN

YEGN

⑤.During the wiring, the wiring terminal or the single-core wire must be used; the
direct wiring between the   multi-core wire and wiring board would cause fire. 
⑥ .All wiring should be done strictly in accordance with the wiring diagram;

otherwise the improper wiring would cause the air conditioning unit running abnormally 
or damaged. 
⑦.Do not let the electric wires touch the refrigerant pipe, the compressor, the fan

or other moving parts. 
⑧ .Do not modify the wiring inside the indoor unit randomly; otherwise the

manufacturer won’t assume any responsibility for the damage or abnormal running of 
the unit. 

3.16 Wiring of the Power Cord (single-phase) 
CAUTION!  

The power supply for each indoor unit must be uniform. 

①. Dismantle the cover of the electric box of the indoor unit.

②. Let the power cord go through the rubber ring.

③. Connect the wiring (communication) through the piping hole of the chassis and
the bottom of the appliance upward, then connect the brown wire to the Terminal board 
“3”;black wire(the communication wire) to the Terminal board“2”;blue wire to the 
Terminal board“N(1)”,and connect the earthing wire to the screw terminal on the electric 
box. Clamp them with the corresponding wire clamp packed in the chassis. 

④. Fix the power cord tightly with the binding wire.
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3.17  Electric Installation 
Table 7 

Indoor Unit 

Power Cord 

Running 
Current (A)  Input Power(W) 

Indoor to
Outdoor

Type Model 
Indoor Fan
Motor   Cooling/Heating

Cooling/
Heating 

KVM-10IDAH-I

KVM-15IDAH-I

KVM-20IDAH-I

230V~ 60Hz 70

0.33

0.28

80

0.35 80

Notes：

Table 8 Working Temperature Range 

Indoor side state 

The sectional area listed above is applicable to the power cord with at most a 
length of 15 meters. For the longer cord, its sectional area should be enlarged to avoid 
the cord burning out caused by the over-current. 

Outdoor side stae 

Dry bulb temp. ℃ Wet bulb temp. ℃ Dry bulb temp. ℃ Wet bulb temp. ℃

27 Rated Cooling 

Rated Heating

19 35 24 

32 23 43 26 

20 15 7 6

27Max.Heating

Max.Cooling

1824—

4 x 2mm²

4 x 2mm²

4 x 2mm²

 4. Rated Working Conditions 

230V~ 60Hz

230V~ 60Hz
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Table 9 

Errors Possible Causes 

There is no power supply. 

The breaker opens owing to electrical leakage. 

Voltage is too low. 

Failed startup 

Stop after a short while of 

operation 
The air inlet/outlet of the indoor/outdoor unit is clogged. 

The air filter screen is too dirty or clogged. 

There are too much heat sources or people in the room. 

The door or window is open. 

There are obstacles at the air inlet/outlet. 

The set temperature is too high. 

Poor cooling effect 

If the remote controller crashes even if the batteries have been 

replaced, please open the back cover of it and press the button “ACL” 

to let it back to the normal condition.  

Is the remoter controller in the signal receiving range? Or is it 

blocked by obstacles? 

For the duct type unit, operate the remote controller pointing at the 

wired controller. 

Check if the voltage of the batteries of the wired controller is enough; 

or change them. 

uncontrollable controller 

If the air conditioner still runs abnormally after the above check and handling,

2.When the wired controller is connected, the indoor unit display is invalid and
the unit won’t receive the remote control command. The phenomena is natural.

Note: 

1.
please contact the maintenance serviceman at the authorized service partners.

 
If your conditioning unit runs abnormally, please check the following items before 

contact the maintenance serviceman. 

 5. Error Analysis 
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Number 

Table of Error Codes for Indoor Unit 

Error code Error 

1 E1 

2 E2 

Compressor high pressure protection 

Indoor anti-freeze protection 

3 E3 

4 E4 

Compressor low pressure protection, refrigerant lack 
protection and refrigerant colleting mode 

6 E6 

Compressor high discharge temperature protection 

Communication error 

9 E9 Full water protection 

10

11

Indoor ambient temperature sensor is open/short circuitedF1 

12

F2 Indoor evaporator temperature sensor is open/short 
circuited

13 

F3 Outdoor ambient temperature sensor is open/short 
circuited

14 

F4 
Outdoor condenser temperature sensor is open/short 

circuited

15 

F5 Outdoor discharge temperature sensor is open/short 
circuited

H6 

16

17

C5 

EE 

5 E5

8 E8

7 E7

Loading EEPROM malfunction

Anti-high temperature protection

No feedback of indoor fan motor

Jumper cap malfunction protection

AC over-current protection

Mode conflict

Note: If there’re other error codes, please contact Kolin hotline or authorized service
partners.

21



6. Maintenance
CAUTION! Take notice of the following items before clean your air 

conditioning unit. 

①. Cut off the main power supply before contact any wiring device.

②. Only when the unit is turn off and the main power supply is cut off, can the unit
be cleaned; otherwise it would cause an electric shock or injury. 

③. Do not wash the unit with water; or it may cause an electric shock.

④. During the cleaning, remember to use the stable standing platform Daily
Maintenance. 

a. How to clean the filter

1) Never dismantle the air filer except for cleaning; otherwise it may cause some
error. 

2) When the air conditioning unit is used under the environment with heavy dust,
the air filter should be cleaned often (generally once every two weeks). 

b. Maintenance before seasonal use

1) Check if the air inlet/outlet of the indoor unit is clogged.

2) Check if the earthing is in good condition.

3) Check if the wiring is in good condition.

4) Check if the indicating lamp of the wired controller blinks after it is energized.

Note: If there is something abnormal, please contact authorized service
partners.

c. Maintenance after seasonal use

1) Let the air conditioning unit run for half day under the fan mode to dry the
inside of the unit. 

2) If the unit is not to be used for a long time, please shut off the main power
supply for energy conservation, at the same time, the power indicating lamp of the 
wired control will go off.
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All the work men who are engaging in the refrigeration system should bear the
valid certification awarded by the authoritative organization and the qualification
for dealing with the refrigeration system recognized by this industry. If it needs
other technician to maintain and repair the appliance, they should be supervised
by the person who bears the qualification for using the flammable refrigerant.
It can only be repaired by the method suggested by the equipment’s manufacturer.

Qualification requirement for installation and maintenance man

Installation notes
The air conditioner is not allowed to use in a room that has running fire (such as fire
source, working coal gas ware, operating heater).

Maintenance notes

Welding

Check whether the maintenance area or the room area meet the requirement of the
nameplate.
- It’s only allowed to be operated in the rooms that meet the requirement of the

Check whether the maintenance area is well-ventilated.
- The continuous ventilation status should be kept during the operation process.
Check whether there is fire source or potential fire source in the maintenance area.
- The naked flame is prohibited in the maintenance area; and the “no smoking”

warning board should be hanged.

nameplate.

Check whether the appliance mark is in good condition.
- Replace the vague or damaged warning mark.

If you should cut or weld the refrigerant system pipes in the process of maintaining, 
please follow the steps as below:

It is not allowed to drill hole or burn the connection pipe.
The air conditioner must be installed in a room that is larger than the minimum room
area. The minimum room area is shown on the nameplate or following table a.
Leak test is a must after installation.

table a - Minimum room area ( m  )2

Charge amount (kg) ≤1.2 1.3 1.4 1.5 1.6 1.7 1.8 1.9 2 2.1 2.2 2.3 2.4 2.5

/

/

/

/ 14.5 16.8 19.3 22 24.8 27.8 31 34.3 37.8 41.5 45.4 49.4 53.6

5.2 6.1 7 7.9 8.9 10 11.2 12.4 13.6 15 16.3 17.8 19.3

1.6 1.9 2.1 2.4 2.8 3.1 3.4 3.8 4.2 4.6 5 5.5 6

1.1 1.3 1.4 1.6 1.8 2.1 2.3 2.6 2.8 3.1 3.4 3.7 4

floor location

wall mounted

window mounted

ceiling mounted

Minimum
room

2area( m  )

7. Safety operation of flammable refrigerant 
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Filling the refrigerant

Safety instructions for transportation and storage

a. Shut down the unit and cut power supply
b. Eliminate the refrigerant
c. Vacuuming
d. Clean it with N2 gas
e. Cutting or welding
f. Carry back to the service spot for welding
The refrigerant should be recycled into the specialized storage tank.
Make sure that there isn’t any naked flame near the outlet of the vacuum pump
and it’s well-ventilated.

Use the refrigerant filling appliances specialized for R32. Make sure that different
kinds of refrigerant won’t contaminate with each other.

After filling is finished, please do the leakage detection before test running; another
time of leak detection should be done when it’s removed.

Please use the flammable gas detector to check before unload and open the container.
No fire source and smoking.
According to the local rules and laws.

The refrigerant tank should be kept upright at the time of filling refrigerant.
Stick the label on the system after filling is finished (or haven’t finished).
Don’t overfilling.
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8. Specialist’s Manual 

–

 The following checks shall be applied to instal- 
lations using flammable refrigerants:

 the charge size is in accordance with the room size

–

within which the refrigerant containing parts are in- 
stalled;

the ventilation machinery and outlets are operat-
ing adequately and are not obstructed;
–

fire extinguishing equipment shall be available to 
hand. Have a dry powder or CO2 fire extinguisher 
adjacent to the charging area.

 if an indirect refrigerating circuit is being used, the 

–

secondary circuit shall be checked for the presence 
of refrigerant;

marking to the equipment continues to be visible

–

and legible. Markings and signs that are illegible shall 
be corrected;
 refrigeration pipe or components are installed in a 

position where they are unlikely to be exposed to any 
substance which may corrode refrigerant contain-
ing components, unless the components are const-
ructed of materials which are inherently resistant to 
being corroded or are suitably protected against be- 
ing so corroded.

●

–
 Initial safety checks shall include:

in a safe manner to avoid possibility of sparking;
–

that capacitors are discharged: this shall be done

that no live electrical components and wiring are

– that there is continuity of earth bonding.

●

exposed while charging, recovering or purging the 
system;

●

 Repair and maintenance to electrical compo-
nents shall include initial safety checks and com- 
ponent inspection procedures. If a fault exists 
that could compromise safety, then no electrical 
supply shall be connected to the circuit until it 
is satisfactorily dealt with. If the fault cannot 
be corrected immediately but it is necessary 
to continue operation, an adequate temporary 
solution shall be used. This shall be reported 
to the owner of the equipment so all parties are 
advised.

●

●

 Ventilated area

 Presence of fire extinguisher
If any hot work is to be conducted on the refrigera-
tion equipment or any associated parts, appropriate

 Checking for presence of refrigerant
The area shall be checked with an appropriate refri- 
gerant detector prior to and during work, to ensure 
the technician is aware of potentially toxic or flamm- 
able atmospheres. Ensure that the leak detection 
equipment being used is suitable for use with all app- 
licable refrigerants, i.e. non-sparking, adequately seal- 
ed or intrinsically safe.

●

●

–
 Checks to electrical devices

Ensure that the area is in the open or that it is ad- 
equately ventilated before breaking into the system 
or conducting any hot work. A degree of ventilation 
shall continue during the period that the work is carri- 
ed out. The ventilation should safely disperse any re- 
leased refrigerant and preferably expel it externally 
into the atmosphere.

–
in a safe manner to avoid possibility of sparking; 

that capacitors are discharged: this shall be done

that no live electrical components and wiring are

●

 Checks to the refrigeration equipment
Where electrical components are being changed, 
they shall be fit for the purpose and to the correct 
specification. At all times the manufacturer's main- 
tenance and service guidelines shall be followed. If 
in doubt, consult the manufacturer's technical depart- 
ment for assistance.

exposed while charging, recovering or  purging the 
system.

– Ensure that the apparatus is mounted securely.
– Ensure that seals or sealing materials have not de- 

● Repairs to sealed components
During repairs to sealed components, all electrical 
supplies shall be disconnected from the equipment 
being worked upon prior to any removal of sealed 
covers, etc. If it is absolutely necessary to have an 
electrical supply to equipment during servicing, then 
a permanently operating form of leak detection shall 
be located at the most critical point to warn of a 
potentially hazardous situation.
Particular attention shall be paid to the following to 
ensure that by working on electrical components, the 
casing is not altered in such a way that the level of 
protection is affected. This shall include damage to 
cables, excessive number of connections, terminals 
not made to original specification, damage to seals, 
incorrect fitting of glands, etc.

graded to the point that they no longer serve the pur- 
pose of preventing the ingress of flammable atmos- 
pheres. Replacement parts shall be in accordance 
with the manufacturer’s specifications.
NOTE:The use of silicon sealant can inhibit the 
effectiveness of some types of leak detection equi- 
pment. Intrinsically safe components do not have to 
be isolated prior to working on them.
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●

 Cabling●

●

Check that cabling will not be subject to wear, cor- 
rosion, excessive pressure, vibration, sharp edges 
or any other adverse environmental effects. The 
check shall also take into account the effects of 
aging or continual vibration from sources such as 
compressors or fans.
 Detection of flammable refrigerants
Under no circumstances shall potential sources of 
ignition be used in the searching for or detection of 
refrigerant leaks. A halide torch (or any other detec- 
tor using a naked flame) shall not be used.

 Repair to intrinsically safe components
Do not apply any permanent inductive or capaci-
tance loads to the circuit without ensuring that this 
will not exceed the permissible voltage and current 
permitted for the equipment in use.
Intrinsically safe components are the only types that 
can be worked on while live in the presence of a fl- 
ammable atmosphere. The test apparatus shall be 
at the correct rating.
Replace components only with parts specified by the 
manufacturer. Other parts may result in the ignition 
of refrigerant in the atmosphere from a leak.

●

 Decommissioning

 Leak detection methods
Leak detection fluids are suitable for use with most 
refrigerants but the use of detergents containing ch- 
lorine shall be avoided as the chlorine may react 
with the refrigerant and corrode the copper pipe-work.

a)
tion.
b) Isolate system electrically.
c) Before attempting the procedure, ensure that:

–

 Become familiar with the equipment and its opera- 

–

mechanical handling equipment is available, if
required, for handling refrigerant cylinders;

–
and being used correctly;

all personal protective equipment is available

Before carrying out this procedure, it is essential that 
the technician is completely familiar with the equip- 
ment and all its detail. It is recommended good pr- 
actice that all refrigerants are recovered safely. 
Prior to the task being carried out, an oil and refri- 
gerant sample shall be taken in case analysis is re- 
quired prior to re-use of reclaimed refrigerant. It is 
essential that electrical power is available before 
the task is commenced.

●

by a competent person;
the recovery process is supervised at all times

d) Pump down refrigerant system, if possible.
e) If a vacuum is not possible, make a manifold so

f)
before recovery takes place.

that refrigerant can be removed from various parts 
of the system.

g)

Make sure that cylinder is situated on the scales

dance with manufacturer's instructions.
h)

 Start the recovery machine and operate in accor- 

lume liquid charge).
i)

Do not overfill cylinders. (No more than 80% vo- 

the cylinder, even temporarily.
j)

Do not exceed the maximum working pressure of

When the cylinders have been filled correctly and

k) Recovered refrigerant shall not be charged into

● Labelling

the process completed, make sure that the cylinders 
and the equipment are removed from site promptly 
and all isolation valves on the equipment are closed 
off.

another refrigeration system unless it has been clean- 
ed and checked.

 Recovery
When removing refrigerant from a system, either 
for servicing or decommissioning, it is recommend-
ed good practice that all refrigerants are removed 
safely.
When transferring refrigerant into cylinders, ensure 
that only appropriate refrigerant recovery cylinders 
are employed. Ensure that the correct number of cy- 
linders for holding the total system charge are av- 
ailable. All cylinders to be used are designated for 

●

–
the appropriate standards.

the recovered refrigerant and labelled for that refri- 
gerant (i.e. special cylinders for the recovery of refri- 
gerant). Cylinders shall be complete with pressure-re- 
lief valve and associated shut-off valves in good work- 
ing order. Empty recovery cylinders are evacuated 
and, if possible, cooled before recovery occurs.

recovery equipment and cylinders conform to

The recovery equipment shall be in good working 
order with a set of instructions concerning the 
equipment that is at hand and shall be suitable for 
the recovery of all appropriate refrigerants includ-
ing, when applicable, flammable refrigerants. In ad- 

Equipment shall be labelled stating that it has been 
de-commissioned and emptied of refrigerant. The 
label shall be dated and signed. For appliances con-
taining flammable refrigerants, ensure that there are 
labels on the equipment stating the equipment con-
tains flammable refrigerant.

26



in good condition. Before using the recovery mac- 

dition, a set of calibrated weighing scales shall be 
available and in good working order. Hoses shall be 
complete with leak-free disconnect couplings and 

hine, check that it is in satisfactory working order, 
has been properly maintained and that any associ-
ated electrical components are sealed to prevent 

not in cylinders.

ignition in the event of a refrigerant release. Con- 
sult manufacturer if in doubt.
The recovered refrigerant shall be returned to the 
refrigerant supplier in the correct recovery cylinder, 
and the relevant waste transfer note arranged. Do 
not mix refrigerants in recovery units and especially 

If compressors or compressor oils are to be remov- 
ed, ensure that they have been evacuated to an ac- 
ceptable level to make certain that flammable refri- 
gerant does not remain within the lubricant. The ev- 
acuation process shall be carried out prior to re- 
turning the compressor to the suppliers. Only ele- 
ctric heating to the compressor body shall be em- 
ployed to accelerate this process. When oil is drain- 
ed from a system, it shall be carried out safely.

ble refrigerants

The installation of pipe-work shall be kept to a min- 
imum.
That compliance with national gas regulations shall 
be observed
The appliance shall be stored so as to prevent mechan-
ical damage from occurring.
Any person who is involved with working on or break- 
ing into a refrigerant circuit should hold a current 
valid certificate from an industry-accredited assess- 
ment authority, which authorises their competence 
to handle refrigerants safely in accordance with an 
industry recognised assessment specification.
Servicing shall only be performed as recommend-
ed by the equipment manufacturer. Maintenance 
and repair requiring the assistance of other skilled 
personnel shall be carried out under the supervi-
sion of the person competent in the use of flamma-
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The design and specifications are subject to change
without prior notice for product improvement. Any updates 
to the manual will be uploaded to the service website, 
please check for the latest version. 

If you have any concerns, please contact us at the following:

Also, please like and follow us on social media accounts:

Customer hotline:   (02) 8852-6868
Text hotline:            +63 917-881-8982
Email:                     customerservice@kolinphil.com.ph

Facebook:
Instagram:
Youtube:
Tiktok:
Website:

kolinphilippines
kolinphilippines
kolinphilippines
kolinphilippines
www.kolinphil.com.ph
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SERVICE CENTERS

BRANCH

Bacolod

Cagayan De Oro

Cebu

Dagupan

ADDRESS TEL. NO.

Unit #1 107 Caranglaan District, Dagupan City,
Pangasinan

Blk 17 Lot 9, Calamansi St.,Juna Subd., Matina, 
Davao City

Door #A-2 & A-3 UTC Bldg.,Alunan St., 
                             Brgy. 36, Bacolod City                              

(034) 466-9145

(088) 557 - 7353

(075) 529 - 0587

(082) 272 - 0048

(033) 337 - 5914

(045) 455 - 2934

(032) 234 - 1844

Door #3 De Oro Land Bldg.,Julio Pacana St., 
Puntod, Cagayan de Oro City

Lot 758-B-1, P. Suico St. Upper Tabok, 
Mandaue City, Cebu

Davao

Iloilo

Pampanga

Door# 4,5 & 7, D’ Appliance Arcade,South Fundidor, 
Molo, Iloilo City

LRK Commercial Bldg., Jose AbadAve., 
Lagundi, Mexico, Pampanga

For More air conditioner tips, please like, share and follow us on our social media accounts:
Facebook :
Instagram :
Youtube :
Tiktok :

Website :

kolinphilippines
kolinphilippines
kolinphilippines
kolinphilippines
www.kolinphil.com.ph

OFFICE PLANT
Kolin Bldg.1854 Sta. Rita St., 
Guadalupe Nuevo, Makati City, 1212
Service Hotline: (632) 8852 - 6868

Blk 3 Lot 5, Main Drive First Cavite
Industrial Estate, Langkaan 1,
Dasmariñas City, Cavite
Tel. No.: (046) 402-0793


