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Filling the refrigerant

Safety instructions for transportation and storage

a. Shut down the unit and cut power supply
b. Eliminate the refrigerant
c. Vacuuming
d. Clean it with N2 gas
e. Cutting or welding
f. Carry back to the service spot for welding
The refrigerant should be recycled into the specialized storage tank.
Make sure that there isn’t any naked flame near the outlet of the vacuum pump
and it’s well-ventilated.

Use the refrigerant filling appliances specialized for R32. Make sure that different
kinds of refrigerant won’t contaminate with each other.

After filling is finished, please do the leakage detection before test running; another
time of leak detection should be done when it’s removed.

Please use the flammable gas detector to check before unload and open the container.
No fire source and smoking.
According to the local rules and laws.

The refrigerant tank should be kept upright at the time of filling refrigerant.
Stick the label on the system after filling is finished (or haven’t finished).
Don’t overfilling.

36



KPII080524

The design and specifications are subject to change with-
out prior notice for product improvement. Any updates to 
the manual will be uploaded to the service website, please 
check for the latest version. 

If you have any concerns, please contact us at the following:

Also, please like and follow us on social media accounts:

Customer hotline:   (02) 8852-6868
Text hotline:            +63 917-881-8982
Email:                     customerservice@kolinphil.com.ph

Facebook:
Instagram:
Youtube:
Tiktok:
Website:

kolinphilippines
kolinphilippines
kolinphilippines
kolinphilippines
www.kolinphil.com.ph
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SERVICE CENTERS

BRANCH

Bacolod

Cagayan De Oro

Cebu

Dagupan

ADDRESS TEL. NO.

Unit #1 107 Caranglaan District, Dagupan City,
Pangasinan

Blk 17 Lot 9, Calamansi St.,Juna Subd., Matina, 
Davao City

Door #A-2 & A-3 UTC Bldg.,Alunan St., 
                             Brgy. 36, Bacolod City                              

(034) 466-9145

(088) 557 - 7353

(075) 529 - 0587

(082) 272 - 0048

(033) 337 - 5914

(045) 455 - 2934

(032) 234 - 1844

Door #3 De Oro Land Bldg.,Julio Pacana St., 
Puntod, Cagayan de Oro City

Lot 758-B-1, P. Suico St. Upper Tabok, 
Mandaue City, Cebu

Davao

Iloilo

Pampanga

Door# 4,5 & 7, D’ Appliance Arcade,South Fundidor, 
Molo, Iloilo City

LRK Commercial Bldg., Jose AbadAve., 
Lagundi, Mexico, Pampanga

For More air conditioner tips, please like, share and follow us on our social media accounts:
Facebook :
Instagram :
Youtube :
Tiktok :

Website :

kolinphilippines
kolinphilippines
kolinphilippines
kolinphilippines
www.kolinphil.com.ph

OFFICE PLANT
Kolin Bldg.1854 Sta. Rita St., 
Guadalupe Nuevo, Makati City, 1212
Service Hotline: (632) 8852 - 6868

Blk 3 Lot 5, Main Drive First Cavite
Industrial Estate, Langkaan 1,
Dasmariñas City, Cavite
Tel. No.: (046) 402-0793


